IES Committee Report:
Germicidal Ultraviolet (GUV) – Frequently Asked Questions

Authoring Committee: IES Photobiology Committee

This Committee Report has been prepared by the IES Photobiology Committee in response to the 2020 COVID-19 pandemic, with the specific goal of providing objective and current information on germicidal ultraviolet irradiation (UVGI) as a means of disinfecting air and surfaces. The IES provides this information freely and will update it periodically, as more information becomes available.

Publication of this Committee Report has been approved by the IES Standards Committee April 15, 2020 as a Transaction of the Illuminating Engineering Society. (www.ies.org)

DISCLAIMER
IES publications are developed through the consensus standards development process approved by the American National Standards Institute. This process brings together volunteers representing varied viewpoints and interests to achieve consensus on lighting recommendations. While the IES administers the process and establishes policies and procedures to promote fairness in the development of consensus, it makes no guaranty or warranty as to the accuracy or completeness of any information published herein.

The IES disclaims liability for any injury to persons or property or other damages of any nature whatsoever, whether special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use of, or reliance on this document.

In issuing and making this document available, the IES is not undertaking to render professional or other services for or on behalf of any person or entity. Nor is the IES undertaking to perform any duty owed by any person or entity to someone else. Anyone using this document should rely on his or her own independent judgment or, as appropriate, seek the advice of a competent professional in determining the exercise of reasonable care in any given circumstances.

The IES has no power, nor does it undertake, to police or enforce compliance with the contents of this document. Nor does the IES list, certify, test or inspect products, designs, or installations for compliance with this document. Any certification or statement of compliance with the requirements of this document shall not be attributable to the IES and is solely the responsibility of the certifier or maker of the statement.

© Copyright 2020 by the Illuminating Engineering Society. All rights reserved. No part of this publication may be reproduced in any form, in any electronic retrieval system, or otherwise without prior written permission of the IES.


Printed in the United States of America.
Contents

Background ................................................................................................................................. 4

Frequently Asked Questions ........................................................................................................ 4

1.0 Basic Questions ................................................................................................................... 4
  1.1 What is germicidal UV, and what is UVGI? ........................................................................ 4
  1.2 Is all ultraviolet considered germicidal ultraviolet (GUV)? ................................................ 4
  1.3 Can UV-C kill viruses as well as bacteria? ........................................................................... 5
  1.4 Can UV-C effectively inactivate the SARS-CoV-2 virus, responsible for COVID-19? ......... 5
  1.5 Can near-ultraviolet (UV-A) lamps, such as UV insect traps, be used for GUV? ................. 5
  1.6 What about UV-B lamps for GUV? ...................................................................................... 5
  1.7 Does the ultraviolet in sunlight have a GUV effect? ........................................................... 6

2.0 Medical and Healthcare Questions ........................................................................................ 6
  2.1 How is the COVID-19 virus spread? ................................................................................... 6
  2.2 How long do virus particles and bacteria remain airborne? ............................................... 6
  2.3 How can airborne spread viruses be reduced? ..................................................................... 6
  2.4 How does GUV work to disinfect air? .................................................................................. 7
  2.5 Has GUV been useful in medical treatment facilities? ....................................................... 7
  2.6 Can whole-room UV-C effectively inactivate the SARS-CoV-2 virus responsible for COVID-19? ........................................................................................................ 7
  2.7 Does the CDC recommend GUV in healthcare facilities? ............................................... 7
  2.8 How do research scientists determine efficacy for killing or deactivation of different microorganisms and viruses? ................................................................. 7

3.0 Disinfecting Room Air with GUV .......................................................................................... 8
  3.1 What is upper-room GUV? ................................................................................................... 8
  3.2 Why is upper-room GUV more effective than UV in ventilation ducts or in room air cleaners? ...................................................................................................................... 8
  3.3 Is GUV inside air ducts sufficient for room-air disinfection? ............................................. 9
  3.4 If the room has glass that permits vision into the room and a view of the UV fixtures, does that glass need to be shuttered or covered? ......................................................... 9

4.0 Disinfecting Surfaces, Masks, and Instruments with GUV .................................................... 10
  4.1 How useful are UV-C rays in disinfecting surfaces? ......................................................... 10
  4.2 Can GUV be used to disinfect surgical masks and the N95 respirator mask? .................. 10
  4.3 Are GUV wands effective for disinfecting surfaces? ......................................................... 10

5.0 GUV Safety .......................................................................................................................... 11
  5.1 Are GUV lamps safe? ......................................................................................................... 11
  5.2 Are there safety rules for GUV surface-disinfection lamps? ............................................. 11
  5.3 Do eye or skin hazards differ depending upon the lamp type used? .................................. 12
  5.4 Are there safety rules for GUV air-disinfection lamps? .................................................... 12
  5.5 Will GUV increase my lifetime risk for skin cancer? ...................................................... 12

6.0 Lamp Technologies .............................................................................................................. 13
  6.1 What types of lamp sources are used for GUV? ............................................................... 13
  6.2 What is currently the most widely used lamp source of UV-C for GUV? ......................... 13
  6.3 Are there higher-output UV-C lamps? ............................................................................... 13
  6.4 Are there UV-C emitting LEDs available? ...................................................................... 13

7.0 GUV Applications ............................................................................................................... 14
  7.1 How much UV “light” is required, and how long does the process take, to disinfect a volume of air or a surface? ............................................................... 14
7.2 How can I measure the light to make sure I’m getting the appropriate amount to get effective disinfection? ...........................................................................................................................................14
7.3 Can GUV lamps be safely installed in hospital tents? ........................................................................................................................................................................14
7.4 Can less-louvered fixtures be used in very high-ceiling (high-bay) areas? .........................................................................................................................................................14
7.5 Are there standards that address testing of GUV lamps in air ducts? .....................................................................................................................................................15
7.6 Can GUV be used in the home? ..........................................................................................................................................................................................15
7.7 Does UV degrade paints and other wall materials, or hurt plants? ...............................................................................................................................................15
7.8 How effective are UV robots for surface disinfection? ..................................................................................................................................................15
7.9 What do upper-room GUV systems cost? .................................................................................................................................................................16
7.10 What is the most appropriate GUV system for my application and environment? .................................................................................................................16

8.0 Additional Information ...........................................................................................................................................................................................................16

9.0 Summary .................................................................................................................................................................................................................................16

Acknowledgements..............................................................................................................................................................................................................21

References...............................................................................................................................................................................................................................22
BACKGROUND

The 2014 outbreak of the Ebola virus and the recent spread of the novel coronavirus disease 2019 (COVID-19) have renewed interest in germicidal ultraviolet (GUV) lamps for disinfection. UV radiant energy was first used for disinfecting surfaces in 1877,\(^1\)\(^2\) for water in 1910,\(^3\) and for air in 1935.\(^4\) GUV’s use in recent decades has been largely limited in the U.S. to water treatment facilities and hidden (shielded) in heating and air-conditioning ductwork, or used in biological laboratories. GUV is being used in many countries to control airborne transmission of tuberculosis (TB). In addition, some U.S. healthcare facilities are now using autonomous mobile units (“robots”) to add enhanced hygiene to patient rooms in order to reduce hospital acquired infections. More-widespread use of GUV is often limited by safety concerns, but these are manageable and minor compared to potential infection prevention. Most of the public are not aware of its unique value in disinfection of air and contaminated surfaces. The frequently asked questions (FAQs) about GUV addressed in this document fall into these categories:

1. Basic questions
2. Medical and healthcare
3. Disinfecting room air with GUV
4. Disinfecting surfaces, masks, and instruments
5. GUV safety
6. Lamp technologies
7. GUV applications

FREQUENTLY ASKED QUESTIONS

1.0 Basic Questions

1.1 What is germicidal UV, and what is UVGI?

Germicidal UV (GUV) refers to using ultraviolet radiant energy to inactivate bacteria, mold spores, fungi or viruses. When the process is applied in a given location, it has generally been referred to as ultraviolet germicidal irradiation (UVGI). Because of the public’s concern about ionizing radiation (e.g., X-rays and gamma rays), the term GUV avoids needless concerns about a link with that type of radiation. Another non-technical term is germicidal light, although “light” is technically only visible radiation.

1.2 Is all ultraviolet considered germicidal ultraviolet (GUV)?

No. Germicidal ultraviolet (GUV) – refers to short-wavelength ultraviolet “light” (radiant energy) that has been shown to kill bacteria and spores and to inactivate viruses. Wavelengths in the photobiological ultraviolet spectral band known as the “UV-C,” from 200 to 280 nanometers (nm), have been shown to be the most effective for disinfection, although longer, less energetic UV can also disinfect if applied in much greater doses. UV-C wavelengths comprise photons (particles of light) that are the most energetic in the optical spectrum (comprising UV, visible, and infrared) and therefore are the most photochemically active. (See Figure 1.)
1.3 Can UV-C kill viruses as well as bacteria?

Yes, UV-C kills living bacteria, but viruses are technically not living organisms; thus, we should correctly say “inactivate viruses.” Individual, energetic UV-C photons photochemically interact with the RNA and DNA molecules in a virus or bacterium to render these microbes non-infectious. This all happens on the microscopic level. Viruses are less than one micrometer (µm, one-millionth of a meter) in size, and bacteria are typically 0.5 to 5 µm.

1.4 Can UV-C effectively inactivate the SARS-CoV-2 virus, responsible for COVID-19?

Yes, if the virus is directly illuminated by UV-C at the effective dose level. UV-C can play an effective role with other methods of disinfection, but it is essential that individuals be protected to prevent UV hazards to the eyes and skin as elaborated in Section 4. UV-C should not be used to disinfect the hands!

1.5 Can near-ultraviolet (UV-A) lamps, such as UV insect traps, be used for GUV?

No. UV-A and longer (visible) wavelengths do not have germicidally effective emission wavelengths to inactivate viruses. Their relative disinfection capability is very minimal on the order of 1,000 times less effective in terms of fluence rate than the low-pressure mercury germicidal lamp. There have been only very special applications of wavelengths in the UV-A and violet (e.g., 405 nm), which require very high doses not practical in an occupied environment and were not recommended for viral sterilization. The trace amount of UV-B that is emitted from some white-light fluorescent lamps probably has similar efficacy.

Light-emitting diodes (LEDs) have been available for some time in the UV-A region. The advantage of UV-A or visible-light LEDs would be that they can easily be incorporated into LED-based luminaires, and there might be no need for protective gear. However, the efficacy of violet or UV-A energy that is not harmful to the skin or eyes is minimal.

1.6 What about UV-B lamps for GUV?

UV-B (280 to 315 nm), particularly the shorter wavelengths near 300 nm and below, can be relatively effective as a germicidal source, but in accidental exposures there is a significantly higher risk for severe
sunburn and even delayed effects for both skin and eyes, because UV-B penetrates the skin more deeply.

1.7 Does the ultraviolet in sunlight have a GUV effect?

Yes, particularly in the late spring and early summer when the sun is high in the sky and the UV index is high. At a UV Index of 10, the duration to achieve at least a three-log kill of bacteria (99.9% killed) is estimated as less than one hour.5

2.0 Medical and Healthcare Questions

2.1 How is the COVID-19 virus spread?

The official position of the World Health Organization (WHO) is that this virus is spread by contact with large respiratory droplets, directly or indirectly by touching contaminated surfaces and then touching the eyes, nose, or mouth. However, research is underway to determine the degree of airborne spread—meaning virus in particles so small that they remain suspended in air. Such aerosol results from the evaporation of larger respiratory particles generated by coughs, sneezes, ordinary speech, singing, and possibly by faulty plumbing systems, as occurred with the severe acute respiratory syndrome (SARS) virus. How much of the virus responsible for COVID-19 is spread by the airborne route is not clear, but recommendations for healthcare workers to use fitted respirators, not surgical masks, reveal official concern for airborne transmission. The possibility that inhaled virus may result in more-severe lung damage than acquisition by other routes—for example, via the mouth, nose, or eye—is currently being investigated.

2.2 How long do virus particles and bacteria remain airborne?

This is important, but difficult to answer in a simple fashion and it depends on how the microbes were made airborne, e.g., from a sneeze or cough, or by being blown up from surfaces or dusted off clothes. The smallest particles (1- to 5-µm droplet nuclei) can remain airborne much longer than cough droplets—for many minutes or even hours.

2.3 How can airborne spread viruses be reduced?

Diagnosis of infectious cases and their isolation is a critical intervention, but transmission from asymptomatic persons is believed to play an important role in community transmission. In the U.S., the Centers for Disease Control and Prevention (CDC) has recommended that everyone wear non-medical face covers to reduce spread by respiratory droplets, both large and small. Healthcare workers should wear well fitted respirators designed to exclude airborne particles, in addition to following all contact precautions. For the airborne component, ventilation, social distancing, and other means of air disinfection are expected to have a role. Natural ventilation outdoors and in homes can be highly effective where conditions are optimal in terms of airflow and temperature. Mechanical ventilation can be effective, but 6 to 12 air changes per hour (ACH) are recommended in general for air disinfection or dilution.

Upper-room GUV air disinfection is a primary means of safe and highly effective air disinfection, provided it is planned, installed, commissioned, and maintained according to current international standards. A knowledgeable consultant is recommended. Room air cleaners, disinfecting air through HEPA filters, in-duct UV lamps, or other methods seem attractive, but their clean-air delivery rate when converted to room ACH is often trivial—no more than 1 or 2 added ACH. GUV in-duct air disinfection is a secondary approach to treating any recirculated air.
2.4 How does GUV work to disinfect air?

Commonly used GUV lamps generate predominantly 254-nm UV radiant energy, which is close to the peak germicidal wavelengths of 265 to 270 nm – both in the UV-C range, compared to the longer-wavelength ultraviolet (UV-A and UV-B) in sunlight. GUV radiant energy damages nucleic acids (DNA and RNA) by causing mutations that prevent replication, thus leading to the death of virtually all bacteria and inactivation of all viruses—both DNA and RNA types. Bacteria and viruses vary somewhat in UV susceptibility, with environmental organisms, fungal spores, and mycobacteria being relatively harder to kill than more rapidly replicating and non-environmental microbes and most bacteria. But even fungi are effectively killed with high-dose UV, which is used, for example, to treat fungal contamination of air conditioning systems. GUV can be most effectively used to disinfect air in the upper room where ceiling height permits, but can also be used in ventilation ducts and room air cleaners, as noted. As explained below, upper-room GUV is considered the most effective application for room air disinfection, where feasible.

2.5 Has GUV been useful in medical treatment facilities?

Yes. Some hospitals have used portable GUV fixtures to disinfect air and surfaces in unoccupied, locked rooms as a supplemental control measure to reduce the spread of healthcare associated infections. However, well controlled studies of efficacy are very difficult to conduct and therefore lacking. Medical treatment facilities are using GUV in three primary ways: 1) upper-room GUV fixtures with air mixing, for controlling airborne pathogens in an occupied space; 2) mobile GUV units, to disinfect high-touch surfaces; and 3) GUV in HVAC air handling units, to treat recirculated air and to reduce mold growth on cooling coils. Autonomous (“robot”) systems have been used in some U.S. hospitals and were used in the People’s Republic of China in response to COVID-19. In fighting a war, which this is seen to be, a single weapon is never used; rather, multiple weapons in the armamentarium are exploited. There is no reason not to make full use of GUV with appropriate precautions in this “war” against COVID-19.

2.6 Can whole-room UV-C effectively inactivate the SARS-CoV-2 virus responsible for COVID-19?

While UV-C could be a secondary infection control measure for disinfecting potential germ-carrying deposits on accessible (not-shadowed) surfaces, its great value would be in disinfecting air in areas where this may be a concern (e.g., intensive care wards, hospital intake facilities [or tents]). Upper-air GUV is the safest, most effective application of UV-C. In special locations, where viral transmission is highly likely, whole-room UVGI (from suspended fixtures directing UV-C downward) could be applied, provided strict precautions can be followed. It is critical that any persons remaining in the space being disinfected from overhead and side UV-C lamps wear protective clothing and eye protection, or exposure to harmful UV will occur. Whole-room GUV has been safely applied in unoccupied rooms where entry is forbidden during the UVGI.

2.7 Does the CDC recommend GUV in healthcare facilities?

In the U.S., the Centers for Disease Control and Prevention (CDC) has provided guidelines for the use of UVGI lamps in upper rooms and air handling units (AHUs) as a supplemental control measure for air disinfection.

2.8 How do research scientists determine efficacy for killing or deactivation of different microorganisms and viruses?

The most fundamental concept in photobiology is the action spectrum (or relative response) for a given effect. Although there is a standardized germicidal action spectrum in the IES Handbook, it was based on...
on inactivation of \textit{E. coli} bacteria, and action spectra for spores, other bacteria, and different viruses can vary. This standardized action spectrum extends from 235 nm to 313 nm and peaks at approximately 265 nm. A wavelength of 254 nm has a relative efficacy of 0.85; by contrast, 313 nm in the UV-B has a relative efficacy of only 0.01.

Germicidal effectiveness is proportional to the exposure dose (radiant exposure, typically in millijoules\textsuperscript{*} per square centimeter, \textit{mJ/cm\textsuperscript{2}}, or joules per square meter, \textit{J/m\textsuperscript{2}}), which is the product of the dose-rate (irradiance, typically in \textit{mW/cm\textsuperscript{2}} or \textit{W/m\textsuperscript{2}}) and time (from 1 \(\mu\text{s}\) to several hours). A nonlinear relationship exists between UV exposure and germicidal efficacy. For example, if a certain UV exposure kills 90\% of a bacterial population (frequently referred to as "one-log kill"), doubling the exposure time or intensity can kill only 90\% of the residual 10\%, for an overall germicidal efficacy of 99\% ("two-log kill"). Likewise, a 50\% decrease in dose or exposure time decreases germicidal efficacy only from 99\% to 90\%.

Humidity can reduce the effectiveness of germicidal UV radiation. There is a reference dose to attain a survival of 37\%; however, in practice a GUV dose of interest is 3 or 4 log-kills, corresponding to 99.9\% or 99.99\% inactivation, respectively. To be effective in practice, achieving two log-kills (99\% inactivation) is frequently accepted.

### 3.0 Disinfecting Room Air with GUV

#### 3.1 What is upper-room GUV?

Upper-room GUV is a safe means of air disinfection that is possible in rooms with high ceilings. In this method, specially designed and installed UV-C fixtures that irradiate only the air above 2.1 meters (7 feet) constantly disinfect the upper air volume. This is most effective when there is constantly mixed air by fans and HVAC ventilation, but even without strong ventilation or fans, air constantly mixes by movements and normal convective currents.

#### 3.2 Why is upper-room GUV more effective than UV in ventilation ducts or in room air cleaners?

Upper-room GUV (see Figure 3-1) disinfects large volumes of room air (above occupants’ heads) at once, resulting in high "equivalent" air changes per hour (ACH) in terms of air disinfection only—GUV does not dilute odors or \textit{CO\textsubscript{2}}, the main functions of building ventilation. Odor control and \textit{CO\textsubscript{2}} removal are accomplished by relatively low levels of ventilation (1 to 2 ACH), but air disinfection requires much higher rates of ventilation (6 to 12 ACH), or the equivalent produced by upper-room GUV. Two hospital controlled studies\textsuperscript{13,14} have shown upper-room GUV to be about 80\% effective against tuberculosis (TB) spread. Even when GUV is confined to the upper room, good air mixing (ideally with low-velocity ceiling fans but easily accomplished by other types of forced-air ventilation) results in very high equivalent ACH in the lower, occupied space—estimated to be an additional 24 ACH in a South African study.\textsuperscript{13}

\* One joule is equal to one watt times one second. (Or, 1 W = 1 J/s) A millijoule is one-thousandth of a joule.

© 2020, The Illuminating Engineering Society
Figure 3-1. Upper-air GUV installation.

3.3 Is GUV inside air ducts sufficient for room-air disinfection?

When UV is used in ducts, although it ensures that recirculated air does not have viable pathogens, it unfortunately does relatively little to prevent person-to-person transmission in a room where both an infectious source and other susceptible persons share the same air. For effective interruption of transmission, air disinfection has to occur in the same room where transmission is occurring. Portable air cleaners can be placed in rooms where there is a risk of transmission, but moving large volumes of air through any device is difficult, limited by the clean-air delivery rate of the portable air cleaner. Often when the clean air delivery rate is converted to equivalent ACH, the result is a disappointing 1 to 2 ACH, far too little to effectively prevent transmission. A large air cleaner in a small room may be effective, but for larger rooms, air cleaners are simply an impractical approach to high levels of air disinfection, compared to upper-room GUV. Air cleaners may have value in a confined space where GUV is desired.

3.4 If the room has glass that permits vision into the room and a view of the UV fixtures, does that glass need to be shuttered or covered?

No, not for safety if they are normal 254-nm UV-C lamps. Glass windows block potentially hazardous UV-B and UV-C transmission. Glass windows should be covered if pulsed xenon lamps are in use. Note: There is certainly no reason for concern with upper-air installations, since potentially hazardous UV-C does not reach the lower room.
4.0 Disinfecting Surfaces, Masks, and Instruments with GUV

4.1 How useful are UV-C rays in disinfecting surfaces?

While UVGI (UV-C in the appropriate range; see Section 1) is an excellent surface disinfectant, it does not penetrate surfaces and cannot disinfect soiled surfaces. The inability of the UV radiant energy to reach shadowed recesses of surfaces or to penetrate coverings like dust and other matter may negatively affect disinfection. For these reasons, UVGI is typically used as a supplemental control measure for disinfection. A 2005 published study concluded that UVGI lamps could have some effect on the spread of infectious respiratory diseases, but there was inadequate evidence to support recommending its wide use. The CDC recognizes that UVGI has several potential applications but also has limitations and possible safety issues.

4.2 Can GUV be used to disinfect surgical masks and the N95 respirator mask?

Hydrogen peroxide (H₂O₂)-vapor disinfection has been the most recommended method now in use. However, if this is not available, studies by several laboratories have shown surprisingly effective UV disinfection despite the fact that UV photons will not have a straight-line pass through all the porous filter structure. Therefore, forward-scattered photons have to penetrate the mask, and substantial doses are required. This should only be attempted within a light-tight enclosure. In the U.S., NIOSH and the FDA have issued temporary guidance on this important subject.

4.3 Are GUV wands effective for disinfecting surfaces?

Hand-held, compact GUV products (see Figure 4-1) have been marketed for more than a decade for disinfecting small objects such as cell phones. Most of these emit less than 2 mW·cm⁻² of 254-nm UV-C at contact, meaning that the wand has to be held to the surface for several seconds for an effective multi-log unit disinfection. Waving it over an object such as a postcard for one second will not provide reliable disinfection. These products typically employ a safety switch that senses when the emission is not directed downward (away from the eyes) and shuts off if turned upward. Even if safely used, these might provide a false impression of effective disinfection.

Figure 4-1. Small UV-C mercury lamps and 270-nm LEDs used in hand-held wands are available on the internet (middle and bottom). Small air-space disinfectant units (top) are also sold. (Image courtesy of David Sliney)
5.0 GUV Safety

5.1 Are GUV lamps safe?

UVGI lamp emissions can pose a workplace safety and health hazard to the eyes and skin if the lamps are improperly used or installed. However, these lamps can be used safely if workers are informed regarding the hazards and follow appropriate precautions. Upper-room GUV has been safely used for preventing airborne transmission for at least 70 years. A great deal is known about the human exposure limits of 254-nm UV (UV-C) irradiation. Compared to the UV-A and UV-B in sunlight, UV-C is almost entirely absorbed by the outer dead layer (stratum corneum) and outer skin (outer epidermis), with very limited penetration to the deeper cellular layers of skin where new cells are constantly created. For comparison, the current daily safety limit of 254-nm UV-C for 8 hours is 6.0 mJ/cm², whereas less than ten minutes of summer sun exposure at a UV Index of 10 can deliver the equivalent limiting daily safety dose¹ because of its much more-penetrating UV-A and UV-B. A study of continuous monitoring of healthcare workers and patients in an upper-air GUV installation recorded no more than 1/3 of the 8-hour dose. Because it has no outer dead protective layer, the human eye is the organ most susceptible to sunlight and upper-room GUV. Exceeding the threshold level value (TLV) in the lower room will result in painful irritation of the cornea similar to overexposure on a sunny day, especially from sun reflected from water or snow. The damage is painful but transitory, with corneal shedding and replacement in a day or two. When the UV-C source is overhead, the eyes receive very little exposure during normal activities; this is demonstrated in sunlight when the sun is overhead—there is hazardous exposure of the skin but not the eyes. There are no known long-term consequences from an accidental UV-C overexposure.¹⁸ Most eye injuries result from workers on ladders cleaning fixtures or working in the upper room without first turning off the fixtures.¹⁹ For this reason, only trained maintenance workers should be working in the upper room or replacing in-duct lamps. Eye injuries have resulted from insufficient training or improper installation—e.g., workers mistakenly installing an upper-room UVGI fixture upside-down after bulb replacement.²⁰

5.2 Are there safety rules for GUV surface-disinfection lamps?

To ensure the safe use of UVGI lamps for surface disinfection, follow these guidelines:

- **All lamps.** Workers should place temporary warning signs at access points to the area being disinfected. They should either vacate the area during disinfection or place opaque barriers between the UVGI lamp and room occupants. If these areas are required to be occupied during disinfection and exposures cannot be avoided (e.g., if using a handheld disinfecting UVGI “wand”), then personal protective equipment (PPE) should be used.
- **Low- and medium-pressure mercury lamps, UVGI LEDs, and far UV-C lamps.** Workers should wear plastic or glass face shields to protect the eyes and face, nitrile gloves or work gloves to protect the hands, and full-coverage clothing with tightly woven fabrics to protect all other exposed skin.
- **Pulsed xenon arc lamps.** Workers should wear welding or cutting goggles to protect the eyes, nitrile gloves or work gloves to protect the hands, and full-coverage clothing with tightly woven fabrics to protect all other exposed skin.

© 2020, The Illuminating Engineering Society
5.3 Do eye or skin hazards differ depending upon the lamp type used?

Low- and medium-pressure mercury UVGI lamps emit UV energy that poses a hazard to the cornea and skin. Some UVGI LED devices emit near 270 nm, which poses a hazard to the cornea and skin. “Far UV-C” lamps that emit around 222 nm can pose a hazard to the cornea, and recent studies have been inconsistent regarding whether far UV-C lamps pose a significant skin hazard. Differences may be the result of different glass envelopes allowing some longer-wavelength radiant-energy transmission.

Pulsed xenon arc UVGI lamps emit UV and visible radiant energy that poses a hazard to the retina, cornea, and skin. Some pulsed xenon arc lamps are filtered so that only the UV energy for disinfection is emitted. Xenon arc lamps can also pose additional safety hazards if they are not maintained properly. These GUV lamps are generally used only in industry, to sterilize food and pharmaceutical containers, for example, but also have been used in GUV robots for hospital room disinfection. Maintenance and service should only be performed by authorized persons.

5.4 Are there safety rules for GUV air-disinfection lamps?

To ensure the safe use of UVGI lamps for air disinfection, follow these guidelines:

- **All lamps.** Workers should place warning signs near upper-room UVGI lamps and on AHU access panels where internal UVGI lamps are installed. Activation switches should be clearly labeled and protected with switch guards to prevent accidental activation by unauthorized personnel. If exposures cannot be avoided, workers should wear plastic or glass face shields to protect the eyes and face, nitrile gloves or work gloves to protect the hands, and full-coverage clothing with tightly woven fabrics to protect all other exposed skin.

- **Upper-room UVGI lamps.** Proper installation is critical to ensure the safe use of these lamps. It is important that ceiling reflectance at the UV-C wavelength be studied before installing in a new location, since down-welling UV-C could be increased. Regular work activity should not resume in rooms with upper-room UVGI lamps unless qualified measurements have confirmed that the potential radiant exposures in the lower room are within the 8-hour exposure limits specified by the ACGIH. Except in very large rooms, the emitting lamps should not be visible to occupants in the lower room.

- **AHUs with internal UVGI lamps.** Access panels for AHUs with internal UVGI lamps should be interlocked with automatic shutoff switches to prevent accidental exposure to UV radiant energy. An inspection window that blocks germicidal UV energy (e.g., plastic or glass) should be installed to allow workers to see whether the UVGI lamp inside the AHU is operating.

5.5 Will GUV increase my lifetime risk for skin cancer?

UV-C penetrates only the superficial layers of the skin and eye, with the shortest wavelengths hardly penetrating at all to living cells (epidermis), so only a very mild, transitory “sunburn” (erythema) occurs from accidental over-exposure of skin areas. Even though GUV lamps can pose a theoretical delayed hazard, incidental UV exposures in the workplace would not significantly increase one’s lifetime risk for cataract or skin cancer when compared to daily exposure to the UV radiant energy in sunlight. Solar UV is much more penetrating and reaches the germinative (new-cell producing) layers in the skin, with the result that skin cancer risk is significant, and sunburns can be severe. There is a small amount of UV-B (297, 303, 313 nm) from a low-pressure mercury lamp, but this is insignificant unless exposures are experienced at least an order of magnitude or more above the safety limits for 254 nm.
6.0 Lamp Technologies

6.1 What types of lamp sources are used for GUV?

Lamp technologies include continuously emitting low- and medium-pressure mercury lamps, as well as pulsed xenon arc lamps. Studies have shown that these technologies—continuously emitting or pulsed—are comparably effective for disinfection. Pulsed sources may be more practical if rapid disinfection is required.\textsuperscript{21} Light emitting diodes (LEDs) and krypton-chlorine excimer lamps, which emit in narrow bands in the germicidal range (UV-C), are emerging technologies.

6.2 What is currently the most widely used lamp source of UV-C for GUV?

The most practical method of generating germicidal radiant energy is by passage of an electric discharge through a rare gas (usually argon) at low pressures (on the order of 130 to 400 pascals, or 1 to 3 torr) containing mercury vapor enclosed in a special glass tube with no fluorescent coating that transmits short-wavelength UV. Hot-cathode germicidal lamps are identical in shape, electrical connection, operating power, and life to standard fluorescent lamps, both linear and compact types. Maintaining the transmission of the lamp over life is more difficult than for standard fluorescent lamps.

Cold-cathode germicidal lamps are also available in various sizes, usually for shorter, smaller diameter lamps. Their operating characteristics are similar to those of hot-cathode lamps, but their starting mechanisms are different.

Approximately 45\% of the input power from such a device is emitted at a mercury-discharge wavelength of 253.7 nm, in the middle of the UV-C band. The second major emission line is at 184.9 nm, but this emission is normally absorbed by the glass, since—if emitted through the glass, as it is with pure quartz—it would create ozone at levels far above the safety limit. Other mercury lines in the UV-B and UV-A regions are present at much lower emitted-power levels and not considered important in germicidal action; unfortunately, they can add to the safety concern.

6.3 Are there higher-output UV-C lamps?

Medium pressure mercury (Hg) lamps are also used, particularly in water purification. Such lamps resemble high pressure mercury lamps—i.e., are much more compact—and use a clear or doped quartz envelope, depending on application. While the efficiency of the 253.7-nm emission is significantly reduced and broadened due to reabsorption of the radiant energy, it is nevertheless an important source, as it can be operated at much higher power per unit length than low pressure mercury lamps.

Other sources, such as rare gas-halogen (e.g., krypton-chlorine, Kr-Cl) discharge, have been shown to produce significant emission in the far UV-C region (205 to 230 nm). The advantage of sources such as those emitting 207 nm or 222 nm, is that the deactivation rate of some bacteria and viruses appears to be relatively high, and the effect of the emission on human skin and eyes is much reduced compared to the 253.7-nm mercury emission.\textsuperscript{22} However, depending on the glass envelope, small but significant levels of longer wavelengths may be of concern.\textsuperscript{23} At this time, such sources have been developed in the research laboratory, but their presence in the marketplace is still very limited in comparison to that of mercury lamps, and there is little experience yet with any widespread use.

6.4 Are there UV-C emitting LEDs available?

There are reports of companies developing LEDs that emit in the longer-wavelength UV-C region, generally at 265 to 270 nm. As yet, complete upper-air systems are not on the market, but with the focus of the SARS-CoV-2 novel coronavirus pandemic upon us, these may become a reality in the future.
7.0 GUV Applications

7.1 How much UV “light” is required, and how long does the process take, to disinfect a volume of air or a surface?

There are very sophisticated programs to calculate the lamp sizes and in-air dose requirements in terms of energy required for space and radiant fluence (joules per square meter, J/m²) across a cross-section of a UV-C beam, but there is a much simpler evidence-based dose that has been developed over many years for TB control, typically specified as about 17 mW of 254-nm lamp-emission radiant power per cubic meter (m³) of space to disinfect air. Although this sounds too simplistic to be true, since air in any room is always moving and mixing, one can correctly assume that all air will be treated—the better the air mixing, the sooner this will happen. Studies at the Harvard School of Public Health and elsewhere show log units of reduction equivalent to 24 ACH to achieve 80% reduction of transmission. Of course, 100% reduction is not possible, because of the multiple modes of transmission. To disinfect surfaces, this depends on the type of surface and its cleanliness; recommended exposures vary from 200 to 1,000 J/m² (20 to 100 mJ/cm²).

7.2 How can I measure the light to make sure I’m getting the appropriate amount to get effective disinfection?

There are a number of dedicated meters available; however, a wide range of scale is normally required, e.g., a range from 0.1 to 100 microwatts per square centimeter (µW·cm⁻²). Safety readings require the lower range, and efficacy requires a range up to at least 10 mW·cm⁻². A common practice is to have two calibrated meters: one in reserve and for reference. The two instruments should be periodically compared. The user should retain the manufacturer’s instructions, including a description of the meter, its safe use, and maintenance and calibration of it. Some healthcare facilities contract with a full, outside maintenance contractor that uses calibrated meters and correctly and safely replaces burned-out lamps. Some users retain a simple, less precise meter for staff to use, but the installer uses a professional meter.

7.3 Can GUV lamps be safely installed in hospital tents?

Press reports show installation of UV-C lamps in hospital tent ceilings (whole-room GUV) where all persons were fully protected by infection-control head and face coverings, gloves, and coveralls. This should have been safe if all complied with complete protective covering. Upper-air disinfection should not be ruled out if hospital tents are quite high and sufficient airspace above 2.1 m (7 ft) is available, but the special upper-air GUV fixtures would have to be very stable so as to not tip and thereby direct GUV downward into occupied spaces.

7.4 Can less-louvered fixtures be used in very high-ceiling (high-bay) areas?

Yes, with high-bay areas, high-ceiling warehouses, or high-ceiling marketplaces, a highly louvered UVGI fixture should not be required. Instead, much more efficient, properly installed open-lamp fixtures—wall mounted or suspended—are quite effective. (Note: This was common in industrial sites many decades ago.) The UV radiant energy is all directed upward, as shown in Figure 7-1. Low-velocity ceiling fans (not shown) ensure good vertical air movement.
Figure 7-1. Germicidal lamps for air disinfection in occupied rooms: (a) open unit used in rooms over 3 m (10 ft) in height; (b) louvered unit used where ceilings are lower than 3 m (10 ft). Dimensions: A, 6 m (20 ft); B, 3 m (10 ft); C, 2.1 m (7 ft); D, 3 m (10 ft). (Source: *The Lighting Handbook*)

7.5 Are there standards that address testing of GUV lamps in air ducts?

ASHRAE publishes two methods of test standards to evaluate UV equipment:

- **ASHRAE Standard 185.2-2014, Method of Testing Ultraviolet Lamps for Use in HVAC&R Units or Air Ducts to Inactivate Microorganisms on Irradiated Surfaces**
- **ASHRAE Standard 185.1-2015, Method of Testing UV-C Lights for Use in Air-Handling Units or Air Ducts to Inactivate Airborne Microorganisms**

7.6 Can GUV be used in the home?

As described in Section 4.3, handheld, compact GUV products (see Figure 4-1) are sold but are considered a serious safety concern in a general household environment, where children, pets, or careless adults can easily be overexposed. These products are typically less than 10 watts, with open and exposed mercury lamps. They may come with a safety timer; a person places the open lamp on a table or in a convenient location, sets the timer for several minutes to an hour, and is given a 10-second delay to quickly exit the room and close the door.

7.7 Does UV degrade paints and other wall materials, or hurt plants?

UV rays in general will degrade paint, yellow plastics, and destroy air filters based on their composition (thus, UV-C irradiation of respirators for reuse should be only be a last resort in a pandemic). Furthermore, shorter-wavelength UV photons have higher energy potential than longer-wavelength UV photons, and may have an accelerated aging effect on materials and paints. UV-C may damage plants; therefore, hanging plants should not be placed in the disinfection zone in upper-room applications or in whole-room UV-C applications.

7.8 How effective are UV robots for surface disinfection?

Hospitals and healthcare facilities have rooms that can be closed off to individuals for a length of time. So-called “UV-C robots” have been used to move around a room to disinfect surfaces with UV-C in all directions. The UV-C radiant energy is normally emitted by long, vertical mercury lamps or pulsed xenon lamps. It is a challenge to estimate dose, but very intense emission can cover much of the room in a
relatively short time. Further, by moving autonomously around the unoccupied work space it can expose surfaces that would not be easily reached by fixed GUV lamp installations. If good air movement is present, most air will be disinfected as well, and the dose requirements noted in the answer to the previous question could be applied. Surfaces with thick buildup of residues may pre-absorb the UV-C photons before they reach the active virus or bacterium. As with all GUV systems, they should be considered as an effective adjunct to standard infection control cleaning guidance. These mobile units should be used after terminal cleaning of patient rooms and bathrooms.25,29

7.9 What do upper-room GUV systems cost?
A summary of cost considerations is available from the End TB Transmission Initiative.26

7.10 What is the most appropriate GUV system for my application and environment?
Refer to the tables in Section 9.

8.0 Additional Information
Additional information on photobiological safety is available from IES.12,30 A recorded webinar, “Introduction to Ultraviolet and Visible Radiation Disinfection,” is available here: https://www.ies.org/standards/committee-reports/. If you have additional questions on UVGI, please send an email to uva@ies.org.

In addition to these resources from IES and those in the References section (end of document), there are a number of scientific research papers relating to GUV, for those interested in studying the subject in much greater detail.31,32,33,34,35,36,37

9.0 Summary
In summary, germicidal ultraviolet (GUV) applications can be used to reduce the spread of airborne infectious diseases such as tuberculosis, influenza virus, measles, SARS, and, presumably, SARS-CoV-2 (responsible for COVID-19).

Airborne transmission:
- Primary applications for reducing transmission would include upper-room GUV (254 nm) systems, which are well known. (See Tables 9-1a and 9-1b.) This environmental control can supplement ventilation (natural, mechanical, or hybrid systems).
- Secondary application for airborne transmission in recirculated air would be to use GUV (254 nm) systems in the air handling unit of an existing HVAC system. (See Tables 9-2a and 9-2b.)
- A third method would be to use a high-quality room air cleaner with GUV; however, this should only considered if room geometry will prohibit upper-room GUV. (See Tables 9-3a and 9-3b.)
- A fourth method, for consideration in a pandemic only, would be to suspend an open fixture in a space at a height greater than 12 meters. This would cover both air and surface but would require personal protection of patients and health workers. (See Tables 9-4a and 9-4b.)

Surface-borne transmission:
- The primary approach for surface cleaning would be the use of autonomous mobile GUV devices (“robots”) in unoccupied spaces in conjunction with manual cleaning of patient rooms. (See Tables 9-5a and 9-5b.)
• A secondary approach would be the use of upper-room wall mounted fixtures that have an upward component for air as well as a downward component, with the lamp controlled by an occupancy sensor.

• A primary approach for in-duct cleaning is to use cooling coils to reduce the growth of mold. (See Tables 9-6a and 9-6b.)

Emerging GUV LEDs:

• GUV LEDs are being tested for both upper air disinfection and for some surface disinfection. This is a promising area of research and should be considered as further data becomes known. (See Tables 9-7a and 9-7b.) Where validated, it could be used for targeted surface disinfection.

Table 9-1a. Summary of Mercury Upper-Room UVGI Air Disinfection Systems, Louvered and Open

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Mercury Systems</td>
<td>*****</td>
<td>-</td>
<td>?</td>
<td>*****</td>
<td>-</td>
<td>✔</td>
</tr>
<tr>
<td>UV LED Systems</td>
<td>*</td>
<td>-</td>
<td>?</td>
<td>-</td>
<td>****</td>
<td>When available</td>
</tr>
</tbody>
</table>

Note: Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.

Table 9-1b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable for all climates and ventilation conditions</td>
<td>• Can be expensive to install and maintain</td>
</tr>
<tr>
<td>• Achieves high levels of equivalent air changes/hour (equivalent ACH)</td>
<td>• Potential occupational exposure from poor installation or human error</td>
</tr>
<tr>
<td>• A built-in solution for room air disinfection</td>
<td>• Not widely available on a global basis</td>
</tr>
<tr>
<td>• Disinfects large volumes of room air when combined with forms of mechanical ventilation, natural ventilation, or hybrid types to mix the air; may have a secondary benefit for surface decontamination</td>
<td>• Requires expertise to design, commission, install, operate, and maintain</td>
</tr>
<tr>
<td>• 70+ years of evidence-based experience; can be safely deployed and effectively used with proper installation, commissioning, operation, maintenance, and facility staff training</td>
<td>• Limited global maintenance companies</td>
</tr>
<tr>
<td>• Used extensively to mitigate the airborne spread of tuberculosis</td>
<td>• Requires a minimum room height of 2.4 m (8 ft)</td>
</tr>
<tr>
<td>• Comes in a variety of open and louvered fixtures for different room geometries</td>
<td>• Possible material degradation</td>
</tr>
<tr>
<td>• Recommendations and guidelines available</td>
<td></td>
</tr>
</tbody>
</table>

© 2020, The Illuminating Engineering Society
Table 9-2a. Summary of UVGI HVAC Air and Surface Disinfection Systems

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental</th>
<th>Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>In-Duct UV (Bare Mercury Lamps Enclosed In-Duct in Air-Handling Units)</td>
<td>-</td>
<td>-</td>
<td>*****</td>
<td>****</td>
<td>-</td>
<td>✓</td>
<td>✓</td>
</tr>
</tbody>
</table>

*Note:* Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.

Table 9-2b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable for all climates</td>
<td>• Potential occupational exposure</td>
</tr>
<tr>
<td>• Enclosed system</td>
<td>• Expensive to install and maintain in resource-limited settings</td>
</tr>
<tr>
<td>• Treats recirculated air</td>
<td>• Degrading filter media</td>
</tr>
<tr>
<td>• Treats cooling coils to keep clean of mold</td>
<td>• Possible material degradation</td>
</tr>
</tbody>
</table>

Table 9-3a. Summary of Other UV-Plus-Filter (Enclosed) Room-Air Disinfection Systems

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental</th>
<th>Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Room Air Cleaners</td>
<td>***</td>
<td>-</td>
<td>-</td>
<td>*</td>
<td>-</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*Note:* Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.

Table 9-3b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable for all climates</td>
<td>• Quality can vary widely</td>
</tr>
<tr>
<td>• Enclosed unit</td>
<td>• Can require costly filter media (if HEPA system is use)</td>
</tr>
<tr>
<td>• Portable</td>
<td>• Possible material degradation</td>
</tr>
</tbody>
</table>
Table 9-4a. Summary of UVGI Whole-Room Bare-Lamp Disinfection Systems (Requires PPE for Patients and Health Workers)

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental</th>
<th>Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Mercury Systems Suspended from the Upper Room</td>
<td>***</td>
<td>-</td>
<td>***</td>
<td>-</td>
<td>-</td>
<td>✓</td>
<td></td>
</tr>
</tbody>
</table>

*Note: Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.*

Table 9-4b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable for pandemic conditions for air and surface</td>
<td>• Requires patient and health workers to wear personal protection for eyes and skin</td>
</tr>
<tr>
<td>• Bare lamps; only need minimal electrical connection</td>
<td>• Possible material degradation</td>
</tr>
<tr>
<td>• Relatively inexpensive for wide-area surface and air disinfection</td>
<td></td>
</tr>
</tbody>
</table>

Table 9-5a. Summary of Mobile UVGI Whole-Room Bare-Lamp Surface Disinfection Systems (Room Unoccupied)

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental</th>
<th>Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Mercury Mobile or Robot Systems; Pulsed Xenon</td>
<td>-</td>
<td>*****</td>
<td>-</td>
<td>***</td>
<td>-</td>
<td>✓</td>
<td>✓</td>
</tr>
</tbody>
</table>

*Note: Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.*

Table 9-5b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable for all climates and ventilation conditions</td>
<td>• Very expensive</td>
</tr>
<tr>
<td>• Achieves high levels of surface decontamination and be used to enhance terminal cleaning of patient rooms upon discharge</td>
<td>• Requires staff training</td>
</tr>
<tr>
<td>• Can be deployed throughout a facility for targeted disinfection</td>
<td>• No method to benchmark output</td>
</tr>
<tr>
<td></td>
<td>• Possible material degradation</td>
</tr>
</tbody>
</table>
Table 9-6a. Summary of UVGI HVAC Surface Disinfection Systems

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental</th>
<th>Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>In AHU by Coil or Filter (less UV energy required than for air disinfection systems)</td>
<td>-</td>
<td>****</td>
<td>-</td>
<td>****</td>
<td>-</td>
<td>✓</td>
<td>✓</td>
</tr>
</tbody>
</table>

*Note: Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.*

Table 9-6b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable for all climates</td>
<td>• Potential occupational exposure</td>
</tr>
<tr>
<td>• Enclosed system</td>
<td>• Expensive to install and maintain in resource-limited settings</td>
</tr>
<tr>
<td>• Treats recirculated air</td>
<td>• Can degrade filter media (required to be UV safe)</td>
</tr>
<tr>
<td>• Treats cooling coils to keep them clean of mold and biofilm</td>
<td>• Possible material degradation</td>
</tr>
<tr>
<td>• Coil fins made of aluminum enhance UV distribution</td>
<td></td>
</tr>
</tbody>
</table>

Table 9-7a. Summary of UVGI LED Disinfection Systems

<table>
<thead>
<tr>
<th>Device</th>
<th>Airborne</th>
<th>Surface-Borne</th>
<th>Air or Surface</th>
<th>Evidence Based</th>
<th>Experimental</th>
<th>Use during Pandemic</th>
<th>Use Any Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>UV LED, 220 – 270 nm</td>
<td>-</td>
<td>****</td>
<td>-</td>
<td>-</td>
<td>****</td>
<td>✓</td>
<td>✓</td>
</tr>
</tbody>
</table>

*Note: Asterisks (*) rate the primary benefit; a greater number indicates a stronger recommendation.*

Table 9-7b. Advantages and Disadvantages

<table>
<thead>
<tr>
<th>Advantages</th>
<th>Disadvantages</th>
</tr>
</thead>
<tbody>
<tr>
<td>• Suitable to all climates</td>
<td>• Expensive</td>
</tr>
<tr>
<td>• Small sources, lending to compact, targeted decontamination of high-touch areas</td>
<td>• Output for large-scale disinfection is limited</td>
</tr>
<tr>
<td>• Can be built-in and controlled by occupancy sensors</td>
<td>• Gap in data on effectiveness at various wavelengths</td>
</tr>
<tr>
<td>• Low power requirements</td>
<td>• Significant risk of injury if in consumer products</td>
</tr>
<tr>
<td></td>
<td>• Possible material degradation</td>
</tr>
</tbody>
</table>
ACKNOWLEDGEMENTS

This Committee Report was prepared by the UV Task Group of the IES Photobiology Committee.

GUV Task Group:

David H. Sliney, Chair

Members:

R. S. Bergman  D. Saputa  S. Wengrakis
P. D. Forbes  R. L. Vincent

Guest contributors:

P. Jensen  E. Nardell
K. P. Murphy  D. Steel

IES Photobiology Committee:

David H. Sliney, Chair

Members:

R. S. Bergman  A. Jackson  D. Saputa
G. C. Brainard  T. L. Lyon  J. B. Sheehy
J. Bullough  S. L. Mintz  R. L. Vincent
J. C. Dowdy  J. B. O’Hagan  S. Wengrakis
P. D. Forbes  T. H. Pocock  E. M. Yandek

Advisory Members:

D. Burnett  J. E. Roberts  J. R. Urbanowski
A. L. Lewis  R. Soler
N. J. Miller  K. J. Stekr
REFERENCES


© 2020, The Illuminating Engineering Society

17 American Conference of Governmental Industrial Hygienists. 2020 Threshold Limit Values and Biological Exposure Indices. Cincinnati: ACGIH; 2020.


27 ASHRAE. Standard 185.2-2014, Method of Testing Ultraviolet Lamps for Use in HVAC&R Units or Air Ducts to Inactivate Microorganisms on Irradiated Surfaces. Atlanta: ASHRAE; 2014.


